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CABIN 205 AC-LOADS 0 2 MAIN 1 131 0 11,6 2150 155 0 0 3 165 2315 690 240
CABIN 206 AC-LOADS 0 2 MAIN 1 131 0 11,6 2149 155 0 0 3 165 2314 690 240
CABIN 207 AC-LOADS 0 2 MAIN 1 131 0 11,6 2149 155 0 0 3 165 2314 690 240
CABIN 208 AC-LOADS 0 2 MAIN 1 131 0 11,6 2149 155 0 0 3 165 2314 690 240
CABIN 209 AC-LOADS 0 2 MAIN 1 131 0 11,6 2149 155 0 0 3 165 2314 690 240
2 CREW 210 AC-LOADS 0 2 MAIN 1 25 0 4,1 293 84 0 0 2 110 445 303 160
2 CREW 211 AC-LOADS 0 2 MAIN 1 25 0 4,5 297 76 0 0 2 110 445 274 160
CABIN 212 AC-LOADS 0 2 MAIN 1 70 0 8,6 1133 112 0 0 2 110 1243 430 160
CABIN 213 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 328 160
CABIN 214 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 328 160
CABIN 215 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 329 160
CABIN 216 AC-LOADS 0 2 MAIN 1 67 0 9,5 1069 96 0 0 2 110 1179 329 160
CABIN 217 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 329 160
CABIN 218 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 329 160
CABIN 219 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 329 160
CABIN 220 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 329 160
CABIN 221 AC-LOADS 0 2 MAIN 1 67 0 9,5 1068 96 0 0 2 110 1178 329 160
CABIN 222 AC-LOADS 0 2 MAIN 1 67 0 9,6 1074 96 0 0 2 110 1184 344 160

CABIN 301 AC-LOADS 0 2 UPPER1 71 0 11,7 1140 83 0 0 2 110 1250 495 160
CABIN 302 AC-LOADS 0 2 UPPER1 137 0 12,4 2257 152 0 0 3 165 2422 925 240
CABIN 303 AC-LOADS 0 2 UPPER1 137 0 12,4 2254 152 0 0 3 165 2419 925 240
CABIN 304 AC-LOADS 0 2 UPPER1 137 0 12,4 2254 152 0 0 3 165 2419 925 240
CABIN 305 AC-LOADS 0 2 UPPER1 137 0 12,4 2254 152 0 0 3 165 2419 925 240
CABIN 306 AC-LOADS 0 2 UPPER1 137 0 12,4 2254 152 0 0 3 165 2419 925 240
CABIN 307 AC-LOADS 0 2 UPPER1 138 0 12,5 2275 152 0 0 3 165 2440 975 240
CABIN 308 AC-LOADS 0 2 UPPER1 72 0 10,5 1154 94 0 0 2 110 1264 523 160
CABIN 309 AC-LOADS 0 2 UPPER1 71 0 10,4 1137 94 0 0 2 110 1247 481 160
CABIN 310 AC-LOADS 0 2 UPPER1 70 0 10,3 1130 94 0 0 2 110 1240 467 160
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